
HOLY TRINITY CHURCH – ASH PRIORS 

SPECIFICATION FOR LIGHTING IMPROVEMENT 
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Replacement of;  

5 No. existing 120W Halogen floodlights with LED floodlights at the same height. 

Existing triple light switch with double switch (for other existing lights) and 

dimmer for floodlights. 

 

Addition of;  

2 No. LED floodlights at the same height directed to illuminate the altar. 

 

LED floodlights: black casing 20W (generating 1800 to 2200 lumens) per lamp. 

 

Electrical installation must comply with the IEE Wiring Regulations BS7671, and 

will require an Electrical Installation Certificate or a Minor Electrical Installation 

Works Certificate on completion. 

 

 New LED floodlight x5 to replace existing halogen floodlight. 

 

 New LED floodlight x2 (and new cabling) directed to illuminate altar. 
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